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SEE SHEET 3 FOR DESIGN NOTES.

KEYED NOTES

(1D FIELD WIRING TO HIGH LEVEL ALARM (TYPE
OF ALARM, AUDIBLE, LIGHT, ETC. DETERMINED

BY SPECIFIC SITE REQUIREMENTS).

COOLING TOWER WATER
TREATMENT SCHEDULE
TON

SYSTEM LOAD BTUR
COOLING TOWER PUMP FLOW GPM
SYSTEM FLOW B TO C GPM
WATER TREATMENT FLOW A TO D GPM
COOLING TOWER EVAPORATION GPM
SEPARATOR BLOWDOWN GPM
SYSTEM MAKE—UP (NPMW) GPM
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